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PROJECT
PROPOSED ELECTRICAL
WORK FOR
INDIAN BANK
AT EAST GATE BRANCH

NOTE

1) ALL DIMENSIONS ARE IN FEET & INCHES

2) DRAWING TO BE READ IN CONJUNCTION
‘WITH DETAILS

3) ALL DESCREPANCIES MUST BE BROUGHT
TO THE NOTICE OF THE ARCHITECT

4) SAMPLE OF FURNITURE TO BE APPROVED
BEFORE EXECUTION

=== BOX TYPE FITTING 1X36W (WALL )

== BOX TYPE FITTING 1X36W (CEILING )

~O  1X13 W CFL LIGHTER

}\ CEILING FAN 48" Dia

g HOARDING/NAME BOARD LIGHT

-8  WALL MOUNTED FAN 16" Dia

> 2NOS 6A PLUG SOCKET & (RAW)

> 4NOS 6A PLUG SOCKET (UPS)

12" EXHAUST FAN
¢ » STRONG ROOM DISCONNECTING ARRANGEMENTS
16AMSP PLY

[H] 22MIRRIOR OPTICAL

¥  1X13 W CFL DOWN LIGHTER

ZI> TELEPHONE POINT

== DISTRIBUTION BOARD

B8 upsDB

=] MAIN PANEL

@  METAL ENCLOSURE

@ MEGA SPLIT TYPE AC UNIT (3 TON)
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